Philippine International Convention Center

REQUEST FOR QUOTATION

Date:_August 11, 2026
RFQ No. 2026-108

(Company Name & Address)
Sir/Madam:

The Philippine International Convention Center, Inc. (PICCI), through its Bids and Awards

Committee, intends to procure_Corrective Maintenance Works of Sewage Treatment Plant
Equipment, with an Approved Budget for Contract (ABC) of One Hundred Fifty Thousand

Pesos (#150,000.00), VAT Inclusive, which will be undertaken in accordance with Section 34
of the Implementing Rules and Reguiations of Republic Act No. 12009, New Government
Procurement Act (NGPA).

Please quote your best offer for the service/s described herein, subject to the Technical
Specifications provided for this RFQ. Submit your quotation/offer duly signed by you or your
duly authorized representative not later than 3:00 p.m. of _August 17, 2026 . A copy of the
following shall be submitted along with your quotation/offer:

a. 2026 Mayor’s/Business Permit;

b. BIR Registration Certificate;

c. PhilGEPS Registration Number or copy of valid Certificate of Platinum
Membership;

d. Notarized Omnibus Sworn Statement with attachments (e.g., duly notarized
Secretary’s Certificate, Board/Partnership Resolution, or Special Power of
Attorney);

e. Copy of the Technical Specifications duly signed on all pages;

f. Company Profile with list of completed electrical motor repair and rewinding
projects, indicating the name of the client, contact person, contact number,
completion date, and contract amount;

g. Certificates or testimonials from clients attesting to the satisfactory repair
and/or rewinding of induction motors and/or submersible pumps of various
ratings and capacities within the last three (3) years;

h. Certificate(s) of Project Completion and Satisfactory Performance for projects
completed with PICC within the last three (3) years, if applicable; and

i. Certificate of Ocular Inspection issued by the Mechanical Services Division.




Open quotations may be submitted manually or through email at the address and contact
numbers indicated below.

For any clarifications, you may contact Ms. Carreen M. Mangaya at telephone no. (02) 8789-
4761 or email address at cmmangaya@picc.gov.ph

KRISTI GELICA E. AGUJO
ead, BAC Secretariat/
Procurement Unit




Philippine International Convention Center

TECHNICAL SPECIFICATIONS

l. PROJECT TITLE:
Corrective Maintenance Works of Sewage Treatment Plant Equipment

L. APPROVED BUDGET FOR CONTRACT (ABC):
One Hundred Fifty Thousand Pesos (#150,000.00), VAT Inclusive

. PROJECT DESCRIPTION:
The project covers the supply of labor and materials for the repair and rewinding
of three (3) submersible pumps and one (1) exhaust fan drive motor. It also
includes testing and commissioning to verify proper operation, ensure compliance
with applicable safety standards, and confirm reliable performance, thereby
ensuring the units are ready for continuous operation.

Iv. SCOPE OF WORKS AND TECHNICAL SPECIFICATIONS:

1.1 Supply of labor, materials, tools, testing instruments, technical expertise, and
supervision for the pull-out, repair, rewinding, testing, and delivery of the
existing pumps and motor, including the replacement of the power cable with
a new submersible-duty cable of the same conductor size, insulation rating,
and electrical characteristics as the original, with a minimum length of three
(3) meters, for the following units:

1.1.1 One (1) unit Submersible Pump; 3.7HP, 220Volts, 3-Phase, 60 Hertz,
FLA: 10.4 Amps., Brand: FLYGT 2066. MT 830152.

1.1.2 One (1) unit Submersible Pump; 5.8HP (4.3kW), 230Volts, 3-Phase, 60
Hertz, FLA: 15Amps., Brand: FLYGT 2102.210.

1.1.3 One (1) unit Submersible Pump, 1.6HP (1.2kW), 230 Volts, 3-Phase, 60
Hertz, FLA: 4.5 Amps, Brand: FLYGT 205212.10.

1.1.4 One (1) unit Exhaust Fan Motor; 40HP, 230/460 Volts, 3-Phase, 60
Hertz, FLA: 49/98 Amps., Brand: WESTING HOUSE.

1.2 Rewinding of the above-mentioned four (4) units of motors/pumps using the
following materials:
1.2.1 Heavy-duty Armor magnet wire.
1.2.2 Paperinsulation.
1.2.3 Insulating varnish or its equivalent.
1.2.4 Suitable grade of twine and polyester tape.
1.2.5 Fine strand copper wire and silver-soldered insulated motor leads.




1.3 Baking of the stator and windings in an oven at the required temperature
before and after varnishing;

1.4 Replacement of all bearings, oil seals, O-rings, and gaskets, as applicable, with
the same or equivalent specifications as the existing components;

1.5 The Service Contractor shall perform insulation resistance testing (Megger
Test), winding resistance testing, and no-load operational testing after
completion of the repair and prior to turnover of the equipment;

1.6 The testing and commissioning of the newly rewound motor and submersible
pumps shall be conducted by the Service Contractor in the presence of the
Project-in-Charge or an authorized representative of MSD for joint
observation, evaluation of operating data, and proper turnover and
acceptance of the equipment; and

1.7 Turn over the repaired motor and submersible pumps in good working and
operational condition.

OTHER CONDITIONS OF THE CONTRACT:

1. The Service Contractor shall conduct an inspection of all the above-mentioned
motors and submersible pumps to assess the requirements for rewinding,
repair, and machining prior to the submission of the proposal;

2. The Service Contractor shall submit samples of the materials to be used for
the rewinding, replacement of bearings, oil seals, O-rings, gaskets, and other
replacement components of the above-mentioned motors and submersible
pumps for approval by the Project-in-Charge or authorized representative/s
of MSD prior to the actual rewinding and assembly.

Replacement bearings, oil seals, O-rings, gaskets, and other replacement parts
shall be new, unused, and of OEM quality or approved equivalent;

3. The Service Contractor shall strictly comply with the approved scope of work
and material specifications. Any non-compliance shall be grounds for
rejection of the work, and all costs associated with rework shall be borne
solely by the Service Contractor;

4. All repair and rewinding works shall conform to generally accepted industry
standards and the manufacturer's recommended repair procedures, where
applicable;

5. The Service Contractor shall be responsible for the puil-out, hauling,
transportation, loading, unloading, and return delivery of the equipment
withcout additional cost to PICC;




10.

11.

12,

13.

14.

15.

The Service Contractor shall be responsible for any loss or damage to the
equipment while under its custody and shall repair or replace such damage at
no additional cost to PICC;

The Service Contractor shall provide dated photographs of the equipment
before dismantling, during repair, and after completion;

The Service Contractor shali comply with all applicable occupational safety
and electrical safety regulations during dismantling, repair, testing,
transportation, and installation;

All removed and replaced waste materials shall be returned to TSD-MSD as
proof of replacement and as a requirement for processing of payment;

The Service Contractor shall allow authorized/designated inspectors of PICC
to conduct ocular inspections of its shop and facilities during regular office
hours and upon reasonable notice. Inspections may be conducted prior to
bidding and during the execution of the rewinding and repair works;

The Service Contractor shall replace defective power cables, cable glands, and
sealing components, as necessary, to restore the watertight integrity of the
submersible pumps;

The cost of replacing any parts of the exhaust fan motor and submersible
pumps found to be damaged due to negligence or poor workmanship shall be
borne by the Service Contractor;

If, upon dismantling, additional defective components not covered under this
Terms of Reference are found to require replacement, the Service Contractor
shall immediately notify PICC in writing and submit a technical report,
photographs, and a corresponding cost proposal for evaluation and approval
prior to undertaking any additional work. No additional work shall be
performed without prior written approval from PICC;

The Service Contractor shall ensure proper sealing and watertight integrity of
all repaired submersible pumps prior to turnover; and

The repaired units shall be accepted only after:
15.1. Passing all required electrical tests.
15.2. Operating without abnormal vibration or noise.
15.3. Exhibiting no overheating or leakage.
15.4. Maintaining proper insulation resistance, and
15.5. Demonstrating satisfactory performance during testing and

commissioning.




VI.

VIl

16. The Contract shall be on a lump-sum basis and shall be deemed to include
all labor, materials, tools, testing equipment, transportation, supervision,
taxes, permits, overhead, profit, and incidental expenses necessary to
complete the project.

DURATION OF THE CONTRACT:
The project shall be completed within forty-five {45) calendar days from the issuance of
the Notice to Proceed {NTP).

TERMS OF PAYMENT:

1.1 The total Contract Amount shall be paid through a one-time payment upon
the successful completion of the Project, final inspection, and acceptance by
the PICC;

1.2 Payment shail be processed upon submission and acceptance of complete
billing documents and project completion requirements, including but not
limited to the following:

1.2.1 Billing statement/Service invoice.

1.2.2 Completion/Turn-over Report with photo.

1.2.3 Parts delivery receipts, waste materials turn over.

1.2.4 Valid and current Tax Clearance.

1.2.5 Testing and Commissioning Report.

1.2.6 Certified test reports showing the results of insulation resistance
testing, winding resistance testing, and no-load operational testing
far each repaired unit.

1.2.7 Other documents required by PICC and applicable government
accounting, auditing, and procurement rules and regulations,
including but not limited to the following:

a.) Notice of Award (Photocopy)

b.) Notice to Proceed (Photocopy)

c.) Contract Agreement/ Request for Services (Photocopy)
d.) Before, During, and After Photo Documentation; and
e.) Valid and current Tax Clearance (Photocopy).

1.3 The Contract Amount shall be deemed inclusive of all costs necessary for the
completion of the Project, including labor, materials, equipment, tools,
documentation, taxes, fees, and other incidental expenses;

1.4 Payment shall be subject to PICC’s inspection, verification, and acceptance
of the completed works. The Service Contractor shall not be entitled to
payment for incomplete or unsatisfactorily performed services, unless such
condition is directly attributable to PICC and duly acknowledged in writing;

1.5 The Contractor shall not be entitled to any price escalation, adjustment, or
additional compensation during the contract period due to increases in labor
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costs, permit costs, taxes, or other expenses, unless expressly allowed under
applicable laws, rules, and regulations.

1.6 The Contractor shall submit the billing documents in accordance with the
format and requirements specified below:

||

FRGJECTTITLE  : RENOVATION OF BICC
SUBJECT : BILLING
L CONTRACIOR : ABC CORPORATION =
i
FRONT COVER =

Note:

1. All documents must be arranged accordingly and secured in blue long folder,
fastened at the top center of the folder with proper tabbing’s.

2. All billing request with improper format and incomplete requirements will not
be accepted.

3. Billing requests for accomplishments completed prior to the issuance of a Notice
of Suspension must be submitted before the suspension takes effect. Otherwise,
such billing requests shall not be processed until a resumption order has been
issued.

VIIl. LIQUIDATED DAMAGES:
The Service Contractor shall complete the works within the period specified above.
Liquidated damages shall be imposed in the event that any or all of the contracted
works remain incomplete beyond the specified completion date, including any
duly granted extensions.

Should the Service Contractor fail to satisfactorily complete the works within the
specified completion period, inclusive of any duly granted time extensions, the
Service Contractor shall be liable for liquidated damages equivalent to one-tenth
(1/10) of one percent (1%) of the cost of the delayed works for every day of delay
until such works are completed and accepted by PICC. PICC shall not be required
to prove that it has incurred actual damages to be entitled to liquidated damages.

s/




IX.

The amount of liguidated damages shall be deducted from any payment due or
that may become due to the Service Contractor, or may be collected from any
securities or warranties posted by the Service Contractor, whichever is deemed
appropriate by PICC. In the event that the total accumulated liquidated damages
reach ten percent {10%) of the total contract price, PICC may rescind the contract
and impose appropriate sanctions in addition to the liquidated damages payable
by the Service Contractor.

WARRANTY:
The Service Contractor shall provide a six (6} months warranty on workmanship
and all replacement materials, effective from the date of acceptance by PICC.

The warranty obligation shall be secured by retention money equivalent to five
percent {(5%) of the total Contract Price. The retained amount shall be released
only upon the expiration of the six (6) months warranty period, provided that no
warranty claims remain outstanding.

Any defect attributable to poor workmanship or defective replacement materials
occurring within the warranty period shall be corrected by the Service Contractor
within seven (7) calendar days from receipt of written notice from PICC, at no
additional cost.

TECHNICAL QUALIFICATIONS OF THE SERVICE CONTRACTOR OR BIDDER:
The Service Contractor must:

1. Be qualified in accordance with Republic Act {RA) No. 12009, otherwise
known as the New Government Procurement Act, and be registered with the
Philippine Government Electronic Procurement System (PhilGEPS) with a valid
Platinum Membership Certificate;

2. Have the technical capability, qualified personnel, and necessary tools,
equipment, testing instruments, and facilities required to undertake the
repair, rewinding, testing, and commissioning of submersible pumps and
induction motors;

3. Have been engaged in the installation, repair, and rewinding of submersible
pumps and induction motors of various ratings and capacities for at least the
last three (3) years;

4. Have successfully completed at least three (3) repair projects involving drive
motors and/or submersible pumps of various capacities within the last three
(3) years;

5. Have no record of unsatisfactory project performance, terminated contracts,
or unresolved contractual issues with PICC within the last two (2) years; and
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6. Have no pending administrative, civil, or criminal case against the PICC Bids
and Awards Committee (BAC), its officers, or personnel.

GENERAL CONDITIONS OF THE CONTRACT:

1. All prices quoted herein are valid, binding and effective for One Hundred
Twenty (120} calendar days from date of quotation.

2. The Awardee shall be responsible for the source(s) of his/her
services/equipment in accordance with schedule, quality and specifications.
Failure by the AWARDEE to comply with the same shall be ground for
cancellation of the award.

3. The Awardee shall pick up RS and NTP issued in his favor within three (3) days
after receipt of notice to that effect. A telephone call, fax transmission or email
shall constitute an official notice to the AWARDEE. Thereafter, if the RS remain
unclaimed, the said RS shall be sent by messengerial service to the AWARDEE
at the latter’s expense. To avoid delay in the service of the requesting agency’s
requirement, all DEFAULTING AWARDEES shall be preciuded from proposing
or submitting a substitute sample.

4. Subject to the provisions of the preceding paragraph, where AWARDEE has
accepted a NTP but fails to deliver the services within the time called for in the
same order, he shall be extended a maximum of fifteen (15} calendar days
under liquidated damages to make good his services. Thereafter if AWARDEE
has not completed delivery of services within the extended period, the subject
RS & NTP shall be cancelled and the award for the undelivered balance
withdrawn from that AWARDEE. The PICC-BAC shall then purchase the
required services from such other source(s) as it may determine, with the
difference in price to be charged against the DEFAULTING AWARDEE. Refusal
by the DEFAULTING AWARDEE to shoulder the price difference shall be ground
for his disqualification from future bids of the same or all items, without
prejudice to the imposition of other sanctions as prescribed under NGPA, RA
12009 and its [RR-A.

5. Al services by the contractor shall be subject to inspection and acceptance by
the PICC.

6. All transactions are subject to withholding of creditable Value Added Tax (VAT)
per Revenue Regulation No. 10-93.




REQUEST FOR QUOTATION

Date:
RFQ No. 2026-108

TO:  PHILIPPINE INTERNATIONAL CONVENTION CENTER, INC.
ROXAS BLVD., 1307 PASAY CITY
Sir/Madam:

After having carefully read and accepted the Technical Specifications, I/we submit our
documentary requirements and quotation/offer as follows:

DESCRIPTION AMOUNT
Corrective Maintenance Works of Sewage | 4 ,
Treatment Plant Equipment VAT Inclusive

We undertake, if our quotation is accepted, to deliver the service/s in accordance with the
delivery schedule specified in the Schedule of Requirements.

We acknowledge that PICCI reserves the right to accept or reject any and all others, annul the
procurement process, and refuse to make an award, without thereby incurring any liability to
the affected offerors.

Signature over Printed Name

Position/Designation

Name of Company:

Address:
Office Telephone No./s: Fax No:
Email Address/es: Mobile No.:




